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Certificate issued to

Address

Flameproof Certification

Pressure Test Certificate

Custom Control Sensors Incorporated

21111 Plummer Street, Chatsworth, CA 91311, United States of America

A representative sample of the equipment covered by certificate Baseefa03ATEX0700X has been satisfactorily subject to a
pressure test at four times the reference pressure.

Provided that adequate quality control and inspection is maintained dur ing subsequent production, equipment
manufactured to this cert ificate, including supplementaries, need not be subject to the routine individual pressure test that
would otherwise be required by the standard to which it has been certified .

The following is not included in this certificate and is to be subjected to a routine test:

The Cap/receptacle fabrication

This certificate is valid until Ii h November 2018 unless earlier revoked or suspended.

Baseefa Customer Reference No. 0253 Project File No. 15/0631

This document is issued by the Company subject to its General Conditions for Certification Services accessible at http ://www.ses.com/enrrenn s-and­
Conditions.aspx and the Supplementary Terms and Conditions accessible at http://www.basee fa.com/tenns -and-conditio ns.asp. Attention is drawn to the
limitation of liability, indemnifi cation and j urisdiction issues defined therein. Any holder of this document is advised that information contained herein reflects
the Company's findings at the time of its intervention only and within the limits of Client's instructions. if any. It does not necessarily indicate that the
equ ipment may be used in particular industr ies or circumstances. The Company's sole responsibility is to its Client and this document does not exonerate
part ies to a transaction from exercising all their rights and obligations under the transaction document s. This document cannot be reproduc ed except in full
without prior written appro val o f the Company. Any unauthori zed alteration, forgery or falsification of the content or appearance of this document is unlawful
and offenders may be prosecuted to the fullest extent of the law.

SGS Baseefa Limited
Rockhead Business Park, Staden Lane,

Buxton, Derbyshire SK17 9RZ
Telephone +44 (0) 1298766600 Fax +44 (0) 1298 766601

e-mail info@baseefa.com web site www.baseefa.com
Registered in England No. 4305578.

Registered address: Rossmore Business Park, Ellesmere Port, Cheshire. CH65 3EN
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1 SUPPLEMENTARY EC- TYPE EXAMINATION CERTIFICATE 

2 Equipment or Protective System Intended for use in Potentially Explosive Atmospheres 

3 

4 

5 

6 

Supplementary EC - Type 
Examination Certificate Number: 

Equipment or Protective System: 

Manufacturer: 

Address: 

Directive 94/9/EC 

Baseefa03ATEX0700X/4 

Type 6905** Pressure/Temperature Sensor 

Custom Control Sensors Incorporated 

21111 Plummer Street, Chatsworth, California 91311, USA 

7 This supplementary certificate extends EC - Type Examination Certificate No. Baseefa03ATEX0700X to apply to 
equipment or protective systems designed and constructed in accordance with the specification set out in the 
Schedule of the said certificate but having any variations specified in the Schedule attached to this certificate and 
the documents therein referred to. 

8 Item 9 of the original Certificate is replaced by "Compliance with the Essential Health and Safety Requirements has 
been assured by compliance with: 

EN 60079-0:2012 EN 60079-1:2007 EN 60079-31:2009 

except in respect of those requirements listed at item 18 of the Schedule." 

9 The marking of the equipment has changed from the original Certificate and shall include the following: 

®II 2 GD Ex d IIC T6 Gb (Tamb -34°C to +71°C) and T5 Gb (Tamb -34°C to +86°C) 
Ex tb IIIC T85°C Db(Tamb -34°C to +71°C) and T100°C Db(Tamb -34°C to +86°C) IP 66/67 

This certificate shall be held with the original certificate. 

Baseefa Customer Reference No. 0253 Project File No. 13/0513 

This document is issued by the Company subject to its General Conditions for Certification Services accessible at http://www.sgs.com/en/Terms-and­
Conditions.aspx and the Supplementary Terms and Conditions accessible at htto://www.baseefa.com/terms-and-conditions.asp. Attention is drawn to the 
limitation of liability, indemnification and jurisdiction issues defined therein. Any holder of this document is advised that information contained herein reflects 
the Company's findings at the time of its intervention only and within the limits of Client's instructions, if any. lt does not necessarily indicate that the 
equipment may be used in particular industries or circumstances. The Company's sole responsibility is to its Client and this doclll1\ent does not exonerate 
parties to a transaction from exercising all their rights and obligations under the transaction documents . This document cannot be reproduced except in full , 
schedule included, without prior written approval of the Company. Any unauthorized alteration, forgery or falsification of the content or appearance of this 
document is unlawful and offenders may be prosecuted to the fullest extent of the law. 

SGS Baseefa Limited 
Rockhead Business Park, Staden Lane, 

Buxton, Derbyshire SK17 9RZ 
Telephone +44 (0) 1298 766600 Fax +44 (0) 1298 766601 

e-mail info@baseefa.com web site www.baseefa.com 
Registered in England No. 4305578. 

Registered address: Rossmore Business Park, Ellesmere Port, Cheshire, CH65 3EN 
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14 

Schedule 

Certificate Number Baseefa03ATEX0700X/4 

15 Description of the variation to the Equipment or Protective System 

Variation 4.1 

Issued 1 August 2013 
Page 2 of 2 

To confirm that the equipment covered by this certificate has been reviewed against the requirements of EN 60079-0:2012, 
EN 60079-1:2007 and EN 60079-31:2009 in respect of the differences from the Standards to which this certificate was 
issued; none of these differences affect this equipment apart from a change to the marking requirements. 

16 Report Number 

Baseefareport 13(C)0513. 

17 Specific Conditions of Use 

None additional to those listed previously. 

18 Essential Health and Safety Requirements 

Compliance with the Essential Health and Safety Requirements is not affected by this variation. 

19 Drawings and Documents 

Number Sheet Issue Date Description 

6905** 1 to 5 inclusive P20 07113 Switch, adjustable 




